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Environmental Protection Agency § 141.622 

be used in calculating an LRAA if you 
fail to monitor. 

[71 FR 488, Jan. 4, 2006; 71 FR 4645, Jan. 27, 
2006] 

§ 141.621 Routine monitoring. 
(a) Monitoring. (1) If you submitted an 

IDSE report, you must begin moni-
toring at the locations and months you 
have recommended in your IDSE report 
submitted under § 141.605 following the 
schedule in § 141.620(c), unless the State 
requires other locations or additional 

locations after its review. If you sub-
mitted a 40/30 certification under 
§ 141.603 or you qualified for a very 
small system waiver under § 141.604 or 
you are a nontransient noncommunity 
water system serving <10,000, you must 
monitor at the location(s) and dates 
identified in your monitoring plan in 
§ 141.132(f), updated as required by 
§ 141.622. 

(2) You must monitor at no fewer 
than the number of locations identified 
in this paragraph (a)(2). 

Source water type Population size category Monitoring Fre-
quency 1 

Distribution 
system moni-
toring location 
total per moni-
toring period 2 

Subpart H: 
<500 ........................................................... per year ................... 2 
500–3,300 .................................................. per quarter ............... 2 
3,301–9,999 ............................................... per quarter ............... 2 
10,000–49,999 ........................................... per quarter ............... 4 
50,000–249,999 ......................................... per quarter ............... 8 
250,000–999,999 ....................................... per quarter ............... 12 
1,000,000–4,999,999 ................................. per quarter ............... 16 
≥5,000,000 ................................................. per quarter ............... 20 

Ground Water: 
<500 ........................................................... per year ................... 2 
500–9,999 .................................................. per year ................... 2 
10,000–99,999 ........................................... per quarter ............... 4 
100,000–499,999 ....................................... per quarter ............... 6 
≥500,000 .................................................... per quarter ............... 8 

1 All systems must monitor during month of highest DBP concentrations. 
2 Systems on quarterly monitoring must take dual sample sets every 90 days at each monitoring location, except for subpart H 

systems serving 500–3,300. Ground water systems serving 500–9,999 on annual monitoring must take dual sample sets at each 
monitoring location. All other systems on annual monitoring and subpart H systems serving 500–3,300 are required to take indi-
vidual TTHM and HAA5 samples (instead of a dual sample set) at the locations with the highest TTHM and HAA5 concentra-
tions, respectively. For systems serving fewer than 500 people, only one location with a dual sample set per monitoring period is 
needed if the highest TTHM and HAA5 concentrations occur at the same location and month. 

(3) If you are an undisinfected system 
that begins using a disinfectant other 
than UV light after the dates in sub-
part U of this part for complying with 
the Initial Distribution System Eval-
uation requirements, you must consult 
with the State to identify compliance 
monitoring locations for this subpart. 
You must then develop a monitoring 
plan under § 141.622 that includes those 
monitoring locations. 

(b) Analytical methods. You must use 
an approved method listed in § 141.131 
for TTHM and HAA5 analyses in this 
subpart. Analyses must be conducted 
by laboratories that have received cer-
tification by EPA or the State as speci-
fied in § 141.131. 

[71 FR 488, Jan. 4, 2006, as amended at 74 FR 
30958, June 29, 2009] 

§ 141.622 Subpart V monitoring plan. 

(a)(1) You must develop and imple-
ment a monitoring plan to be kept on 
file for State and public review. The 
monitoring plan must contain the ele-
ments in paragraphs (a)(1)(i) through 
(a)(1)(iv) of this section and be com-
plete no later than the date you con-
duct your initial monitoring under this 
subpart. 

(i) Monitoring locations; 
(ii) Monitoring dates; 
(iii) Compliance calculation proce-

dures; and 
(iv) Monitoring plans for any other 

systems in the combined distribution 
system if the State has reduced moni-
toring requirements under the State 
authority in § 142.16(m). 

(2) If you were not required to submit 
an IDSE report under either § 141.601 or 

VerDate Sep<11>2014 11:40 Oct 01, 2014 Jkt 232171 PO 00000 Frm 00637 Fmt 8010 Sfmt 8010 Y:\SGML\232171.XXX 232171w
re

ie
r-

av
ile

s 
on

 D
S

K
5T

P
T

V
N

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2015-02-13T13:18:59-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




